GENERAL NOTES:

3 FPERFORM ALL WORK IN ACCORDANCE WITH
THE NATIONAL ELEGTRIC CODE, 2008 EDITION,

LIGHT POLES. COORDINATE WITH THE LOZAL
UTILITY {AMEREN IP) FOR THE REMOVAL OF

EXISTING STREET LIGHTS UPON COMPLETION

2. CONTRACTOR SHALL FERFORM WORK AND
PROVIDE MATERIALS IN ACCORDANCE WITH
CURRENT ILLINOIS DEPARTMENT OF
TRANSPORTATION (IPOT) STANDARDS.

OF WORK, EXISTING STREETLIEHTS ARE
ONNED BY AMEREN IP AND SHALL BE
REMOVED BY AMEREN IP,

4. CONTRACTOR SHALL NOT SPLICE ANY

3. EXISTING STREET LIGHTING SHALL REMAN
OFERATIONAL DURING INSTALLATION OF NEW HOLES,

CONDUCTORS IN ANY BELOW GRADE HAND

5. CONDUCTORS SHALL BE COPPER, RATED
6QOV, KET LOCATION LISTED, RATED 90
DEGREES CENTIGRADE WITH XLP INSULATION.

6. #O AWNS TAP CONDUCTORS WITHIN POLE MAY
BE USED FOR LIGHTING FIXTURES AND
RECEPTACLES.

7. EACH LIGHTING FIXTURE SHALL BE
FROTEGTED BY A I5A IN-LINE FUSE WITHIN THE
FOLE BASE.
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